
NOTES:
1. Supply 200 cfm to storage room.
2. Supply 100 cfm to N side of DAV office.
3. Supply 100 cfm to S side of DAV office.
4. Supply 100 cfm to garage.
5. Take existing supply for the DAV office and run it

up to the 1st floor in room 107.
6. Transition from a 16" by 8" rectangular duct to a

12" by 8" rectangular duct.
7. Keep the return duct size at 16" by 8".
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